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Coast Guard, DHS § 111.79–1 

§ 111.75–20 Lighting fixtures. 

(a) The construction of each lighting 
fixture for a non-hazardous location 
must meet UL 1598A or IEC 60092–306 
(both incorporated by reference; see 46 
CFR 110.10–1). 

(b) Each fixture globe, lens, or dif-
fuser must have a high strength guard 
or be made of high strength material, 
except in an accommodation space, 
navigating bridge, gyro room, radio 
room, galley, or similar space where it 
is not subject to damage. 

(c) No fixture may be used as a con-
nection box for a circuit other than the 
branch circuit supplying the fixture. 

(d) Lighting fixtures must be in-
stalled as follows: 

(1) Each fixture in the weather or in 
a location exposed to splashing water 
must be watertight. Each fixture in a 
damp or wet location must at least be 
dripproof. 

(2) Each fixture and lampholder must 
be fixed. A fixture must not be sup-
ported by the screw shell of a 
lampholder. 

(3) Each pendent-type fixture must be 
suspended by and supplied through a 
threaded, rigid conduit stem. 

(4) Each tablelamp, desklamp, 
floorlamp, and similar equipment must 
be secured in place so that it cannot be 
displaced by the roll or pitch of the 
vessel. 

(e) Nonemergency and decorative in-
terior-lighting fixtures in environ-
mentally protected, nonhazardous loca-
tions need meet only the applicable UL 
type-fixture standards in UL 1598 (in-
corporated by reference; see 46 CFR 
110.10–1) and UL 1598A marine supple-
ment or the standards in IEC 60092–306 
. These fixtures must have vibration 
clamps on fluorescent tubes longer 
than 102 cm (40 inches), secure mount-
ing of glassware, and rigid mounting. 

[CGD 74–125A, 47 FR 15236, Apr. 8, 1982, as 
amended by CGD 94–108, 61 FR 28283, June 4, 
1996; 61 FR 36787, July 12, 1996; 62 FR 23909, 
May 1, 1997; USCG–2003–16630, 73 FR 65199, 
Oct. 31, 2008; USCG–2013–0671, 78 FR 60153, 
Sept. 30, 2013] 

Subpart 111.77—Appliances and 
Appliance Circuits 

§ 111.77–1 Overcurrent protection. 

If a circuit supplies only one appli-
ance or device, the rating or setting of 
the branch circuit overcurrent device 
must not be more than 150 percent of 
the rating of the appliance or device, or 
15 amperes, whichever is greater. 

§ 111.77–3 Appliances. 

All electrical appliances, including, 
but not limited to, cooking equipment, 
dishwashers, refrigerators, and refrig-
erated drinking water coolers, must 
meet UL safety and construction 
standards or equivalent standards 
under § 110.20-1 of this chapter. Also, 
this equipment must be suitably in-
stalled for the location and service in-
tended. 

[CGD 94–108, 61 FR 28283, June 4, 1996; 61 FR 
33045, June 26, 1996] 

Subpart 111.79—Receptacles 

§ 111.79–1 Receptacle outlets; general. 

(a) There must be a sufficient number 
of receptacle outlets in the crew ac-
commodations for an adequate level of 
habitability. 

(b) There must be a sufficient number 
of receptacle outlets throughout the 
machinery space so that any location 
can be reached by a portable power 
cord having a length not greater than 
24 meters (75 feet). 

(c) Each receptacle outlet must be 
compatible with the voltage and cur-
rent of the circuit in which it is in-
stalled. 

(d) Each receptacle outlet must be 
suitable for the environment in which 
it is installed and constructed to the 
appropriate NEMA or IEC protection 
standard as referenced in § 111.01–9. 
Special attention must be given to out-
lets in hazardous locations. 

(e) A receptacle outlet must not have 
any exposed live parts with the plug 
opening uncovered. 

[CGD 94–108, 61 FR 28283, June 4, 1996] 
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